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Insert  2.2 to read as follows:  "Conditioned air supply sized to deliver at a MINIMUM rate equal to 1 cfm 

for each 50 sf of under-floor area and perimeter walls insulated in accordance with Chapter 11."  Re-

number other items in 49.1-09R as 2.3 and 2.4.

REASON

This amendment would be in line with the 2000 IRC model, the 2003 IRC model, and current 2005 

Indiana Code, and 2009 model with the exception of not allowing the supplied air to return to the 

living areas.  This practice has been proven successful and effective in Indiana's most humid 

climate, resulting in dry and dusty crawlspaces.  This amendment adds "minimum" because we 

have prevented problems in a significant number of complicated situations by simply increasing 

the amount of conditioned air.   The amendment removes any "return" to remove even remote 

possibilities of health issues.
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